
Client : Tenaga Nasional
Location : Kluang , 
           Mergong, Malaysia

BEFORE RETROFIT AFTER RETROFIT

ISSUES IDENTIFIED AT SITE

  * Torque bearing hard to 
     operate and noisy. 
  * Drive boxes Refurbishment 
     required with existing drive 
     box 
  * Gear box struck in 
     operation during Open/
     Close

CHALLENGES

  * Torque bearing to be 
     matched with the New 
     torque bearing 
  * Drive box gear box need to 
     be refurbished.

SOLUTION PROVIDED

  * Torque bearing replaced 
     with New. 
  * Drive box breather, Gasket 
     replaced with New one.    
  * Gear box grease changed 
     with New grease

( Our own S&S Make )

RC 132kV Disconnector 
and Drive boxes have 
been refurbished for life 
extension, safe & reliable 
opeartions.

FOR ENQUIRIES PLEASE CONTACT   sales@sspower.com

( Our own S&S Make )

     S&S POWER 132kV CENTRE BREAK DISCONNECTOR RETROFIT


